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TOTAL NO OF PANELS: 168

SOLAR PANEL DIMENSIONS:
L: 1960MM
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TH:40
SOLAR PANELS
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MAIN PANEL AUDITORIUM

O O
100ATPN

SDF SDF
O

O

100ATPN

4X25 SQMM AL A XLPE CABLE

LOC: ON EITHER SIDE OF STAGE
32A 5 PIN
/ / POLYCARBONATE
SOCKET+PLUG WITH
o A; o l; INTERLOCK(NEW)
O O
O O O O
ELECTRICAL CONSULTANTS
ENERGY MULTIPLES OSCAR & PONNI
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SUB PANEL LEFT WING-FF AUDITORIUM

32A
TPN
SDF

TENDER PURPOSE ONLY

NOTE:

63A
TPN

1. SAME ARRANGEMENT FOR LDB-LEFT WING (SF) AND

2. SAME ARRANGEMENT FOR LDB-RIGHT WING (FF) AND

PDB-LEFT WING (SF)

PDB-RIGHT WING (FF)

SDF 3. EXISTING DB's TO BE REMOVED AND WIRING RETERMINATED
TO NEW DB's
TENDER ITEM NO-3.2 TENDER ITEM NO-3.2
CONTRACTOR SCOPE CONTRACTOR SCOPE
EXISTING EXISTING
WIRING WIRING
LDB-LEFT WING (FF) PDB-LEFT WING (FF)
4W TPN DB 3A 4W TPN DB 125A
FP MCB FP MCB
10KA 10KA
| \ | \
32A 32A ‘ 32A 63A
FP RCCB

o FP RCCB
30 Ma

L4

FP RCCB
30 Ma

L4

‘ 30 Ma

SS&ACB%L) j>>i> )o) o) )o) o)

[ | = S

16 NOS 6/10A SP MCB TO LIGHTING CIRCUIT FOR AUDITORIUM

FP RCCB

63A

63A
FPRCCB FP RCCB
30 Ma ‘

30 Ma

|
N |
T T

16 NOS 16A SP MC

B FOR POWER SOCKET IN STAGE

BLOCK DIAGRAM OF SLD FOR LIGHTING AND POWER DB's
AT IMAGE AUDITORIUM,MRC NAGAR, CHENNAI

ELECTRICAL CONSULTANTS
ENERGY MULTIPLES

SAFI HOUSE, 2nd FLOOR,

ANNA SALAI, CHENNAI- 600 006.
PH: 98400056505

EMAIL: energymultiples@yahoo.com

OSCAR & PONNI
Architects, Planners, Interior Designers,
No:2, Vivekananda Road, Srinivasa Nagar,

Chetpet, Chennai - 600 031. Tel - 2836 1962, 2836 1%
(¢



FROM LDB-LEFT WING
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20A
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220V/230V
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20A
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SLD FOR A/C UNITS AT IMAGE AUDITORIUM

LOC:BASEMENT

A/C SWITCH BOARD(EXISTING)

TENDER PURPOSE ONLY

400A
TPN
SDF
TENDER ITEM NO-4.1
CONTRACTOR SCOPE
3.5X240 SQ MM,
AL A XLPE F R Y B
cT MFM
400A
TP+N MCCB
36KA
A/C PANEL-1
LOC:TERRACE FLOOR LEFT SIDE CL:216.4 KW
63A 63A 63A 63A 32A 63A 63A 32A 32A 200A 32A 63A
TP+N TP+N TP+N TP+N TP+N TP+N TP+N TP+N TP+N TP+N TP+N TP+N
mccB mccB MmccB mccB mccB MmccB mccB mccB mccB MmccB MmccB MmccB
4X16 SQMM 4X10 SQMM 4X35 SQMM 4X4 SQMM
— - —— I I ——
CU A XLPE AL A XLPE AL A XLPE CU A XLPE 3.56X150 SQUM
AL A XLPE
63A 63A 63A 32A 63A 63A 32A 32A 200A
4P 4P 4P TP+N 4P 4P 4P 4P TP+N
MCB MCB MCB mccB MCB MCB MCB MCB MmccB
4X25 SQMM 4X4 SQMM
CU A XLPE - - 4X16 SQUM I — SPARE
CUAXLPE CU A XLPE
/AHU-1\ /ODU-\ /0DU-2\ /ODU-3\ /0DU-4\ /0DU-5\ /AHU-2\ /AHU-3\
[B0TR [22TR | [22TR | [ 22TR | [ 14HP ) [ 14HP [12TR [12TR |
\11.9kw / \ / \ / \ / \ / \ / \ / \ /
A ‘ NS NS \,,/‘ N0 KW/ \OKW/ Ne.SKW/ NG5KW/
AHU ROOM
2nd FLOOR TERRACE ABOVE 4W TPN VDB 4W TPN VDB
2nd FLOOR
16A 16A 16A 16A 63A 63A 63A 63A
TP i i TP i TP i i
MCB MCB MCB MCB MCB MCB MCB MCB
3X2.5 SQMM
- - -— 4X16 SQMM
CU A XLPE s A S|
CU A XLPE
/TAOTRY - TH0TR /opuby /7 oDU-T\ /7 ODUB,  spage
[ csu1 ) [ csu2) [ 16HP | [ 16HP | [ 28HP |
“ /| “ SPARE | J | A J
\ 3.75Kw/ \  3.75Kw/ \ 25KkwW / \ 25 KW/ \ 30Kw /
N4 "N\

CEILING SUSPENDED
ABOVE BALCONY

400A
TPN
SDF
TENDER ITEM NO-4.2
CONTRACTOR SCOPE
3.5x240 SQ MM,
AL AXLPE F R Y B
CT (— 'MFM
400A
TP+N MCCB
36KA
A/C PANEL-2
LOC:TERRACE FLOOR RIGHT SIDE CL:216.4KW
63A 63A 63A 63A 32A 63A 63A 32A 32A 200A 32A 63A
TP+N TP+N TP+N TP+N TP+N TP+N TP+N TP+N TP+N TP+N TP+N TP+N
mccB mccB mccB mccB mccB mccB mccB mccB MmccB MmccB MmccB mccB
4X16 SQMM 4X10 SQMM 4X35 SQMM 4X4 SQMM
—— —— —— — - — ] —
CU A XLPE AL A XLPE AL A XLPE CU A XLPE 3.5X150 SQUM
AL A XLPE
63A 63A 63A 32A 63A 63A 32A 32A 200A
4P 4P 4P TP+N 4P 4P 4P 4P TP+N
MCB MCB MCB mccB MCB MCB MCB MCB MmccB
4X25 SQMM X4 SQMM
CU A XLPE Lo — 4X16 SQMM SPARE
CU A XLPE CU A XLPE !
HU-2\ TN\ RN N TN AU
AHUE i fopuas, [opu-tY /opu-iz  /ODU-T3 [AHUSN  AHU-B\
[B0TR ) (2™ ) (22 ) l221R ) [14nP ) [ 14HP ) [12TR ) [12TR |
\11.9KW / \ / \ / \ / \ / \ / \ / \ /
N ‘ N_ NP N ‘ N0 KW/ N0 KW/ NG5KW/ NG5KW/
AHU ROOM
2nd FLOOR TERRACE ABOVE 4W TPN VDB 4W TPN VDB
2nd FLOOR
16A 16A 16A 16A 63A 63A 63A 63A
i TP i TP i i TP i
MmcB MCB MmcB MCB MCB MmcB MCB MmcB
3X2.5 SQMM
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CU A XLPE T e e
CU A XLPE
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